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Mr. John Grantham
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

Dear Mr. Grantham:

isi)40:jj
-

FLUOR DANIEL, INC.

Date: November 14, 1994

Reference: Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

Transmittal No.: WDOE-989

TRANSMITTAL

We enclosed 2 copy of the items listed below. These are issued per US-DOE request.

[] Approval (] Reference [] Review and Comment (X] DCN-RFC

Response due to Fluor: N/A
Responds to: A160 PACKAGE _

NUMBER REV DATE TITLE

DCN - 0193 0 11/09/94 FIRE WATER PUMP HOUSE SPRINKLER SYSTEM
MODIFICATION

"RELEASED FOR CONSTRUCTION"

Reference: FRP-1488, FUP-902
Distribution:
R. L. Long - DOE-RL, w/O
TWP/AME Correep Cntrl Cntr MSIN A5-1J
(A160 PACKAGE), w/O
P. Felise - WHC-RL (MSIN G6-06), w/1
Enviro 1 Data Management Center
(MSIN 6-0 , w/1
D. Duncan - US EPA, Region X, w/0
M. D. Talbot, WHC - w/0

RSP:

[r4T1

Very truly yours,

R.S Pulte
Project Director`^ li "^



FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

DCN - O / 93 1 REV D

DCN TITLE
F/,pE' WATEQ toUMP

NovSE sPe/NKGE ¢

SYSTEM MOO/F/CAT/ON

DELETED TNE GNEG.C' YALVE/ OSje Y 6ATs I0AL (/E

AND TNE REL,CTE'D G//Yl^'T SkV/TGN iN f^E FiIF

SP.Qi.t/*-L" SCiP.°L Y G/NE -

PAGE 1 OF .9

DATE INITIATED

6 - 2 9- 94^
PACKAGE NO.

A /ev O

CAUSE OF
CHAN3E:

q Field Change Request

q Supplier Disposhion

q Deficiency Report

q Design Development

q Change Request

q TSD'Hold

XO:her

FOR UST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

WAPA DWG/SPEC? MNO q YES

QUALITY LEVEL I DWG/SPEC? IB^ O q YES

D ^SYSTEMS ANALYSS AFFECTED? O S

MULTI-DISCIPUNE CHANGE? q NO YES

DCN Evaluated bv: Svstems-A^v

IF'YES, ADDn1ONAL
REVIEW REQUIRED BY:

Originator Date

RTC-726
^R6F ED.c/-T3-O/GJ

Initieting Document(s)

REVIEWER COMMENTS
AND SIGNATURE/DATE
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FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

REV DISCIPLINE PKG. NO. PAGE
CONT/aoL

DCN -D/f3 co SysTEMS A^i

PREPARED BY. T/G A^ Data:

D I S LINE ENGINEE Date:

MENT SHT/ REV INCLI

BER PAGE NO DOCUMENT NAME Y/N

SP6C /F /GA•TloAl

3-595- C-A/6o-
17704

f}77'Rc NMF-A/T [3 /

ATfACHM6.vT G /

H o1 /^/,to3 /

^' 4ENEX+/IL S,UST20MEn/TRT/oye/ y

AA/D ^5T/^y

.^ !'iENEn.A[- SNS^-UMENTA'r^o.^1 ^/

y./S^ccA7/c.J Ai^/^ 77`ST/^i /

! 2AISI-IWM6n.r t oCAT/aJ ^tAn^ y

3U/LD/,JG '9,0

DEt.t^TED VALVE P05/7/o1J

9cJ/ rC H

DEcE?ED ^OS/T/o^

aw/Tar,

DELETEb ?o5/7/0,j

5rJ /TGH

This section references affected items such as P&IDs or calculations/analyses, but they are generally not included in DCN package.

DOCUMENT SHT/ REV
NUMBER PAGE NO DOC UMENT NAME DESCRIPTION OF CHANGE

N-^-/,p3358 / /0 /'SIiD 'SYSTEM 50 7>EL67E7> CHtc/c MyulAC

P^4u1 uJA7EY4- fWD F/KE A'2 Pos/r/o,) sw/?CNFi¢oi+7 $Q2i,JK/-L7L

wH7E12 SYS7EMS sySJEM a£TAIL .

N eP 423358 3 3 ?s^)' sYr^^n 5o r^zf'rE^ CrrECrc
u/YI'!"E^ A,a/D F/RE A^l^l I-yp,y/T/oAJ SiJfTCH F/zOM fkI

wRT>rrc- sysTEn,s $P/z/,JKLEYL ^ys tM 7/+^ct .

FORM REV. 09/23/93

P:\8457\DCNS\ 02/23/94 8:1 lam



^"7 FLUOR DANIEL

•7 US DEPARTMENT OF ENERGY

HANFORD WASTE VITRIFICATION PLAN1

DESIGN CHANGE NOTICE

DOCUMENT SHT/ REV INCLD

NUMBER PAGE NO DOCUMENT NAME Y/N

Fw PuM P Y

h^OUSE tlS^oR T^r AtRN

f-lD uSE F' 5 To/1 7,,4, SEe15,

0 P1P/N4 1SdMETA1c y

This section references affected ilems such as P&IDs or calculationslanalyses, but they are generally not

DOCUMENT SHT/ REV

NUMBER PAGE NO DOCUMENT NAME DESCF

DCN package.

REV DISCIPLINE PKG. NO. PAGE

DCN - O/93 O P/P/NG A/(^O ,3

PREPARED Dale:

DISCIPLINE

DEGc^7E0 fO^^Gf+^ur6K

tiAG t^E ^ 6 ATE 4^.4L fiE

05 17/9J

n 164571MAN UALS^.DC PM,FORMS\617 2. EX H



REFERENCE DRAWING H-2•117150. MECHANICAL SITE UTILITIES DRAWING INDEX.

U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT D=DIREC7
RICHLAND, WASHINGTON E=ELECTRICAL
DOE CONTRACT DE•AC06•86RL10838 P=PROCESS PIPING

C=COMBINATION

INSTALLATION INDEX
SPECIFICATION SECTION 17704, ATTACHMENT B

PAGE 1
05/26/93

V
P&ID (NEW)

INSTR MENT PNL \ RACK INSTL LOCATION
INSTALLATION ASSEMBLIES ELECTRICAL

TE S T TRE
BDG RM NUMBER SH7

U
TAG NUMBER

TYPE PLAN DWG PROCESS PNEUMATIC IAS SUPPORT IMSTL ASSY PRESSI
..
^_^

2 20 -- 123351 01 XCV-HPS-005-1 NA D 124026 --- --- --- --- --- -•• 1

2 20 •• 123351 01 XCV-HPS-005-2 NA D 124026 --- •-- --- --- -•- ••- 1

1 20 -- 123351 01 XCV-HPS-005•3 NA D 124026 --- --- --- --- -•• ••- 1

1 20 -- 123351 01 XCV-HPS-005-4 NA D 124026 -- - -•- -^-- --- -•• ••- i

2 20 -- 123358 01 PDL-RWX•003 LP-200-008B E 121204 -- - --- -^ - --- ••• --- 2

? 23 -- 123358 01 PDSH-RWX-003 NA C 121204 121424/1 - -- --- 121380/2 X02 165 •••

2 23 -- 123358 01 PV-RWX-003 NA L 121204 xC .

2 23 -- 123358 01 PCV-RWX-005 NA P 121204 --- --- W/PY-004 --- --• ••- 4

2 23 -- 123358 01 PV-RWX-005 NA 0 121204 --- •-- --- --• -•- -•- ...

2 23 -- 123358 01 PY-RWX-005 NA C 121204 --- --- 121423/6 -•• X01 -•- ---

2 23 -- 123358 01 ZSH-RWX•005 NA E 121204 --- --- --- --- W/ZSL --- ...

2 23 •• 123358 01 ZSL-RWX-005 NA E 121204 --- --• --- --• X13 --- ...

2 23 -- 123358 01 PI-RWX•005A NA P 121204 --- --- 11/PY-004 --- --- ••- 4

2 23 -- 123358 01 PI-RWX-0058 NA P 121204 --- -•- W/PY-004 --- --• -•- 4

2 23 -- 123358 01 PSL•RWX-007 NA C 121204 121422/4 -•- --- 121380/3 X02 165 ---

2 23 •• 123358 01 PI-RWX-008 NA P 121204 W/PSL •-- --- W/PSL •-• 165 •-•

1 2 - 2 5^ 01 sl 20 x 12 03 - -- •- -• •• %1 --

1 20 -- 123358 01 PI-FWX-204-1 NA P --- --- --- --- ••• ••- --- 5

1 20 •- 123358 01 PI•FWX-204•2 NA P --- --- --- --- --- ••• •-• 5

1 20 -- 123358 01 PSH-FWX-205 NA C --- --- --- --- •-• --- --- 5

1 21 -- 123358 01 ZSL-FWX-263 NA E 121204 --- --- --- •-• X13 •-- •--

1 21 -- 123358 01 PI-FWX-264-1 NA P --- --- --- --- •-- --- --- 5

1 21 -- 123358 01 PI-FWX-264-2 NA P --- --- --- --- --- --- --- 5

1 21 -- 123358 01 PSH-FWX-265 NA C --- - --- --- --- --- --- 5

1 20 -- 123358 02 LIT-FWX-001 NA C 121203 121423/5 --- --- --- X03 --- -•-

'J
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c8ASE\A160\I k160.FRM



U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT
RICHLAND, WASHINGTON
DOE CONTRACT DE•AC06-86RL10838

S^ECiFIl=A-Tiv.iJ
R7TACNMEr/T G
ENGINEERING INSTRUMENT INDEX

05/26/93

P
SFTY INSTRIMENT SERVICE DESCRIPTION DCS PNL \ RACK BIDG RO EN7 TTPE REV

CLS TAG NUMBER I\0 NO N0. NO PKG LEVEL

r)

0

123351 01 3 XCV-HPS-005-1 HIGH PRESSURE STEAM HEADER N NA 20 -- 1/801 A16U A1eU c n sicnn TRnr-iu c

123351 01 3 XCV•HPS•005-2 HIGH PRESSURE STEAM HEADER N NA 20 -- 17801 A160 A160 2 N STEAM TRAP-TD 2

123351 01 3 XCV-HPS-005-3 HIGH PRESSURE STEAM HEADER N NA 20 -- 17801 A160 A160 2 N STEAM TRAP-TD 1

123351 01 3 XCV-HPS-005-4 HIGH PRESSURE STEAM HEADER N NA 20 -- 17801 A160 A160 2 N STEAM TRAP-TD 1

123358 01 3 PDL-RWX-003 4TH ST. RAW WATER D1FF- PRESS. N LP-200-0088 20 -- A160 A160 2 N PRESS DIFF INDICATOR 2

123358 01 3 PDSH-RWX-003 4TH STREET RAW WATER DISCH. HEADER N NA 23 - A160 A160 2 N PRESS DIFF. SWITCH 2

12315v_ " ? nV-RWX-003 PROCESS WATER PUMP DRAIN N NA 23 -- A160 A160 2 N DRAIN VALVE 2

123358 01 3 PCV-RWX-005 RAW WATER VALVE AIR SUPPLY N NA 23 -- WHC A160 A160 2 N GAS REG 2

123358 01 3 PV-RWX-005 4TH STREET RAW WATER SUPPLY VALVE N NA 23 ^ 17801 A160 A160 2 N N/F CONTROL VALVE 2

123358 01 3 PY-RWX-005 4TH STREET RAW WATER SUPPLY VALVE 1 NA 23 17804, A160 A160 2 N SOL PILOT 2

123358 01 3 ZSH-RWX-005 4TH STREET RAW WATER SUPPLY VALVE 1 NA 23 - - 17801 A160 A160 2 N VLV LIMIT SWITCH 2

123358 01 3 ZSL-RWX-005 4TH STREET RAW WATER SUPPLY VALVE 1 NA 23 • • 17801 A160 A160 2 N VLV LIMIT SWITCH 2

123358 01 3 PI-RWX-005A RAW WATER VALVE AIR SUPPLY N NA 23 - - WHC A160 A160 2 N GAS REG GAUGE 2

123358 01 3 PI-RWX-005B RAW WATER VALVE AIR SUPPLY N NA 23 - - WHC A160 A160 2 N GAS REG GAUGE 2

123358 01 3 PSL-RWX-007 4TH STREET RAW WATER DISCHARGE HEADER 1 NA 23 - - 17801 A160 A160 2 N PRESS SWITCH LW 2

123358 01 3 PI-RWX•008 4TH STREET RAW WATER DISCHARGE HEADER N NA 23 - - 17801 A160 A16D 2 N PRESS GAUGE
-

2

123358 01 3 PI-FWX-204-1 FIRE WATER PRESSURE N NA 20 -- 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PI-FWX-204-2 FIRE WATER PRESSURE N NA 20 -- 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PSH-FWX-205 FIRE WATER FLOW TRIP N NA 20 -- 15501 A160 A160 2 N PRESS SWITCH HIGH 1

.Z^_58 01 3 ZSL-FWX-263 4TH STREET RAW WATER DISCH. HEADER N NA 21 -- A160 A160 2 N LIMIT SWITCH

1i3358 01 3 PI-FWX-264-1 FIRE WATER PRESSURE N NA 21 -- 15501 A160 A160 2 N PRESS GAUGE

123358 01 3 PI-FWX-264-2 FIRE WATER PRESSURE N NA 21 -- 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PSH-FWX-265 FIRE WATER FLOW TRIP N NA 21 -• 15501 A160 A160 2 N PRESS SWITCH 1

123358 02 3 LIT-FWX-001 FIRE WATER STORAGE TANK 1 NA 20 -- 17801 A160 A160 2 N DP IND XMTR 1

deASE iV\A160\E_A160.FRM
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DCN-0193

ŵ
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FLUOR DANIEL U `^ Dk^_PvR^RnEN ' OF ENERGY
HANFORD WASTE VITPIFi('ATON PLANT

.------DESCRIP7ION OF rHANGE

FIRE WATER PUMPHOUSE SPRINKLER
SYSTEM MODIFICATION

DESIGN CHANGE NOTICE
---- - -

BASE D&.. No H-2-121203

SHT/PC- 1 REV- 1

CR NO.

DisciPUNt-.
CONTROL SYSTEMS

- - -nREPPP,ND BN f]ATk 8'^ 6 2 O TREV rAGE
-. c"HF=R ^ DCN-0193
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c -DCN-0193
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EDGE OF FDN

N 42844'-0' ( REF )

o 0

TSH

HANFORD PLANT GRID
200 EAST AREA DATUM

I SEE ^ i 368
NOTE 5

H7 500-00
- ^- - - - 12 40 7

^

vX-6'-500-128-G

FVX-2'-500-036-G
1-6-

31, 0' -.PX_500- 00 \

^
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\
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i
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I
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FLUOR DANIEL U.S. DEPAR(MENT OFF ENERGY
HANFORD WAS E VITRIFICATION PLANT DESIGN CHANGE NOTICE

DESCRIPTION OF CHANGE.

DELETED A 6' CHLCK VALVE
BASE D°C. No H-2-124033

AND GATE VALVE
SHT'Pa I REV. 2

OR No.

DISCPLiNEt
P IPING

PREPARED BY DATE6 Z f REV. PAGEG

DISCIPLINE ENGINEER: DqT? bCN-- 0193 0 79

CADFILE DCNOI93A
A C A T) 6/28794
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DCN-0193

q
TO BUILDING
SPRINKLER SYSTEM
SEE DWG H-2-124033
NOTE 6

FOF EL 710'- ll 1/8'

HPPS 707'-0'-7

SBS2
W i54GA

24030 5BS2^

J1
124033

P W X-6'-500-101-RF

-4

BOP EL 701'-9'
(REE

FLUOR DANIEL U.S. DEPARTMENT ENERGY DESIGN CHANGE NOTICEHANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE:

DELETED A 6' CHECK VALVE
BASE DoC. No. H 2 124037

AND GATE VALVE SHT/PG 1 RE^ I
CR NO.

PREPARED BY

DISCIPLINE ENGINEER:

PIPING
REV. PAGE

DCN- 0193 o g

CADFILF DCN0793B RE
ACAD
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12V. ITEM CDOE OWlrtiir SIZE LESCRIPiIOR ( ^
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FLUOR DANIEL U S. DEPARTMENT OF ENERGY
HANFORD WASTE 7TRIPraTlr!N PFArdT J DESIGN CHANGE NOTICE

DESCRIPTION OF CnnNGE BASE DOC. N0 H-2-12Fi147
DELETED A 6" CHECK VALVE %,':G ^

GATE VALVE s"TiPO 3 REV 0
CR N0.

DISCIPLINE.
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D!SCIPLINE ENPN M 1^ DAT6 DCN - 01 93 I 0 ^
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